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Report of analysis:
Samples from the following locations were collected on 09/12/2016

Location: 130 Norfolk Street, Basement Tap #1

ANALYSIS RESULT UNITS METHOD DATE
ANALYZED

pH 7.55 pH units EPA 150.1 09/12/16

Residual Chlorine 0.27 mg/L SM4500-CIF | 09/12/16

Turbidity 0.309 NTU EPA 180.1 09/12/16

Color 3 cu SM2120 B 09/12/16

Total Coliform per A - SM 9222 8 09/12/18

100 mi

Heterotrophic 6] = SM92158 09/12/16

plate-count per mi

A City WeCan All Believe In



Location: 130 Norfolk Street, Kitchen Sink #2, 4th Floor

ANALYSIS RESULT UNITS METHOD DATE
ANALYZED
pH 7.70 pH units EPA150.1 09/12/16
Residual Chlorine 0.55 mg/L SM-4500CI F | 09/12/16
Turbidity 0.877 NTU EPA 180.1 09/12/186
Color 7 cu SM2120 B | 09/12/16
Total Coliform per A - SM 9222 B | 09/12/16

100 ml

Heterotrophic 5 = SM 92158 | 09/12/16

plate count permi

Selene Samuel
City-of Newark
Date: 09/15/2016




